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\HOMEOWNER UTILITY BOX
CARSON 1419-12 WITH
FLUSH COVER
PRESSURE IRRIGATION METER
CITY UTILITY BOX CARSON 1220-12 WITH CARSON 1220

FLUSH COVER AND RECESSED STANDARD WATERWORKS
PENTAGON HEAD LOCKING DEVICE. TOP OF LID TO BE
LABELED "IRRIGATION"

PLAN VIEW

N.T.S.

SENSUS METER PN.DS-W-ILP-00-00-0110-04-A %" S (%"x¥a™
WITH NICOR CONNECTION WITH 5'CABLE

ORION CELLULAR ENDPOINT BELOW-THE-LID
TRANSPONDER WITH NICOR CONNECTOR
ORION 64394-003 MOUNTING BRACKET
%" TO /2" REBAR OR !/5" DIA.
SCHEDULE 40 PVC PIPE

GRADE
/—1" SCH 40 PVC SERVICE LINE
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ANGLE BALL VALVE — I | | 1F — WASTE BALL VALVE

1" POLY LINE

FORD C84-34-Q-NL ¥,"
MIPx1" CTS BRASS QUICK
JOINT

FORD LSVB11-233W-FP-NL LINESETTER

1" SCH 40 PVC SERVICE
LINE WITH PVC CAP

Ya"x1" PVC MALE

ADAPTER MIPxSLIP

ol /o
PLACE (1) ONE CUBIC FOOT OF 7arx'/z" BRASS TEE

GRAVEL BELOW THE DRAN — ]

'/>" AUTOMATIC KING DRAIN
¥a"x1-//;" BRASS HEX NIPPLE
ELEVATION SECTION

N.T.S.

NOTES:
USE SENSUS iPERL METERS IN AREAS WHERE METERS ARE REQUIRED.

N

. USE JUMPER (BRASS NIPPLE WITH GASKETS) IN PLACE OF METER
WHERE METERS ARE NOT REQUIRED.
3. LINES ARE PRIVATE FROM THE LINESETTER ON THE HOMEOWNER
SIDE.
_— 4. LINDON CITY RECOMMENDS A FILTER ON THE SPRINKLING SYSTEM.
cJUB) 5. CONTACT LINDON CITY PUBLIC WORKS FOR MORE INFORMATION IN
- CASE OF SERVICE LINES LARGER THAN 1" IN DIAMETER.
STATEMENT OF USE STANDARD
THIS DOCUMENT AND ANY ILLUSTRATIONS HEREON ARE PROVIDED AS STANDARD CONSTRUCTION DETALS WITHIN METER AND LINESETTER DETAIL BEQ@ENRG 19
LINDON CITY. DEVIATION FROM THIS DOCUMENT REQUIRES APPROVAL OF LINDON CITY. LINDON CITY CORFORATION :
AND J-U'B ENGINEERS CAN NOT BE HELD LIABLE FOR MISUSE OR CHANGES REGARDING THIS DOCUMENT. CAD DWG LC_SidDwgs dgn
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