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ADVENTURE SCUBA i ~ CGAD (G-7.1, '97) B
1737 YORK AVENUE Test #1 Test #2 Test #3
NEW YORK NY 10128- Analytes 02/03/05  06/10/05  03/06/06 Range
Oxygen (%) 210 | 211 21.0 19.5-23.5 !
Test Site Carbon Dioxide (ppm) <50 | <50 <50 1000 ’
Carbon Monoxide (ppm) <1 ; <1 <1 10
MAXAIR Water Vapor (ppm) 1840 = 26.10 19.10 67
Dew Point (F) -68 -63 -68 -50
Oil/Part. (mg/m3) <1 <1 <1 5 |
P Unknowns ND ND ND NA
ID #'s
Odor ND ND ND None :
Client ID: ADVE10128 i
Agent ID: PAPP11710 i
PAPPAS AIR COMPRESSORS i
o
Program Information ;
Program #: i
Frequency: Quarterly |
,
Kit #: 134344 Spectra #: 102749.5PA 107641.5PA 117391.SPA :
Tracking Information Results: Sample Meets Standard
Date Received: 03/01/06
Issue ID: 117391
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IMPORTANT: This air/gas or substance was tested ONLY against a specified standard and may contain undetected items which are beyond the purpose or scope of this analysis. More
extensive testing can be conducted upon request. This does NOT guarantee the condition nor safe application of the analyzed air/gas or substance. Results reported relate only to the
items tested. This report shall not be reproduced except in full, without the written consent of Lawrence Factor, Inc. Methods used: FTIR, electrochemical, microgravimetry, sniffing.
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